
GENERAL PROJECT INFORMATION
Project Description:  Add a new garage accessory structure approx 750 sf 
for a car, a boat and a carport.  Total lot size is 1.922AC.  Existing house of 
5,354sf is the only structure on this lot.  Structure will be built to match 
existing house with T-11 siding, Presidential Comp roof, thin used brick faced 
columns with a cement slab foundation.  A fire suppression system will be 
added which consists of a 10,000 gallon water tank, wharf hydrant and 
space for a fire engine turnaround. 

General Plan:  Grade for slab foundation according to plan.  Run electrical 
from existing sub panel in laundry room.  Run water from existing hose bib 
near the new structure.  We are currently working with the Santa Clara 
County Fire Department to satisfy their requirements for driveway and turn 
around space.  We are asking for a setback variance to make adequate 
space for the fire engine turnaround.

Construction type:  V-B

Zoning:  R1-10 Residential

Occupancy:  R-3/U

Property Owners:  Hal Nelson and Laurie Klatt

Designer:  Laurie Klatt Nelson  LKlattNelson@gmail.com  650-793-2973

TABLE OF CONTENTS
G-1 COVER SHEET
G-2 ZONING COMPLIANCE & GENERAL NOTES
G-3 VICINITY MAP
G-4 BLUE PRINT FOR A CLEAN BAY
G-5 RESPONSES FROM FIRST SUBMITTAL
G-6 PRELIMINARY SURVEYOR REPORT
G-7 ARBORIST REPORT 
A-1 SITE PLAN
A-2 SITE PLAN/UTILITIES
A-3 EROSION CONTROL PLAN
A-4 FLOOR PLAN
A-4 ELECTRICAL PLAN 
A-5 ROOF PLAN
A-6 ELEVATIONS
A-7 GRADING AND DRAINAGE
A-8 FLOOR AREA & COVERAGE
A-9 BUILDING CROSS SECTIONS
S-1 FOUNDATION PLAN
S-2 ROOF FRAMING PLAN
SD-1 DESIGN, NOTES, SCHEDULES
WSW1 ANCHORAGE DETAILS
WSW2 FRAMING DETAILS
WSW4 PORTAL SYSTEM

Hal Nelson and Laurie Klatt Nelson
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G-1



 

G-2

GENERAL NOTES:

* All construction shall comply with the 2019CBC, CRC, CEC

* Required fire blocking installed in locations per R302.11CRC.
(see structural plans SD1, #13)

* Building paper installed under all wall siding.

* Any damaged right-of-way infrastructures and otherwise displaced curb and 
gutter shall be removed and replaced as directed by the City Engineer or his 
designee.  Contractor shall coordinate with Public Works department 
(650) 947-2680.

* Prior to the commencement of any work done in the public right-of-way, a 
permit to open street and/or encroachment permit will be required.
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Home 2460 North Foothill Boulevard, Los Altos, CA EDIT

DICK'S Sporting Goods Stanford Ranch Road, Roseville, …

Home
2460 N Foothill Blvd, Los Altos, CA 94024

Work
Set location

Light traffic in this area
Typical conditions
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April 28, 2021 
 
Mr. Hal Nelson 
2460 Foothill Boulevard 
Los Altos, CA 94024 
 
Assignment 
As requested, I performed a visual inspection of seven trees to determine species, size and 
condition and define tree protection zones (TPZ) and provide tree preservation guidelines. 
 
Summary 
There are two species on site coast live oak (Quercus agrifolia) and valley oak (Quercus 
lobata). Proposed plans include construction of a new garage and water tank. The overall 
impacts to trees from construction will occur to less than 20 percent of the root environments 
and will require some crown raising and reduction in some limbs. Tree eight will be removed 
and is under the protected tree size limit. Tree six is recommended for removal due to lean and 
borer infestation in tension wood. However, current plan will retain the tree and reduce crown 
over proposed water tank. A root collar inspection and treatment for borers is recommended 
should retention be desired. Tree three will require the heaviest pruning above ground and has 
the least root disturbance. Tree Protection Zones are defined for each tree in Figure 2. Any 
grading or excavation within a TPZ must be accomplished by hand or air digging. A qualified 
arborist should approve, supervise and provide mitigation for any root cutting within a TPZ. 
 
Methodology 
No root crown exploration, climbing or plant tissue analysis was performed as part of this 
survey. For purposes of identification, trees have been numbered on the preliminary site plan 
shown in Figure 1. 
 
In determining Tree Condition several factors have been considered which include: 
 
      Rate of growth over several seasons; 
     Structural decays or weaknesses; 
      Presence of disease or insects; and 
      Life expectancy. 
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Figure 1: site plan 

 
Figure 2: tree descriptions 

ARBORIST REPORT
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TREE PRESERVATION GUIDELINES 
 
 
Tree Preservation and Protection Plan 
In providing recommendations for tree preservation, we recognize that injury to trees as a result 
of construction include mechanical injuries to trunks, roots and branches, and injury as a result 
of changes that occur in the growing environment. 
 
To minimize these injuries, we recommend grading operations encroach no closer than 
six times the trunk diameter, (i.e. 30” diameter tree x 6=180” distance).  At this distance, 
buttress/anchoring roots would be preserved and minimal injury to the functional root area 
would be anticipated.  Should encroachment within the area become necessary, hand digging is 
mandatory.  
 
Barricades 
Prior to initiation of construction activity, temporary barricades should be installed around all 
trees in the construction area.  Six-foot high, chain link fences are to be mounted on steel posts, 
driven 2 feet into the ground, at no more than 10-foot spacing. The fences shall enclose the 
entire area under the drip line of the trees or as close to the drip line area as practical.  These 
barricades will be placed around individual trees and/or groups of trees as the existing 
environment dictates.  
 
The temporary barricades will serve to protect trunks, roots and branches from mechanical 
injuries, will inhibit stockpiling of construction materials or debris within the sensitive ‘drip line’ 
areas and will prevent soil compaction from increased vehicular/pedestrian traffic. No storage of 
material, topsoil, vehicles or equipment shall be permitted within the tree enclosure area. The 
ground around the tree canopy shall not be altered. Designated areas beyond the drip lines of 
any trees should be provided for construction materials and onsite parking. 
 
Root Pruning (if necessary) 
During and upon completion of any trenching/grading operation within a Tree Protection Zone, 
clean pruning cuts of exposed, damaged or severed roots greater than one inch diameter 
should be accomplished under the supervision of a qualified Arborist to minimize root 
deterioration beyond the soil line within twenty-four (24) hours. 
 
Pruning 
Pruning of the foliar canopies to include removal of deadwood is recommended and should be 
initiated prior to construction operations.  Such pruning will provide any necessary construction 
clearance, will lessen the likelihood or potential for limb breakage, reduce ‘windsail’ effect and 
provide an environment suitable for healthy and vigorous growth.  
 
Fertilization 
A program of fertilization by means of deep root soil injection is recommended with applications 
in spring and summer for those trees to be impacted by construction. Fertilizer should include 
organic blends and components such as mycorrhizae and bio stimulants.  
 
Such fertilization will serve to stimulate feeder root development, offset shock/stress as related 
to construction and/or environmental factors, encourage vigor, alleviate soil compaction and 
compensate for any encroachment of natural feeding root areas. 
 
Inception of this fertilizing program is recommended prior to the initiation of construction activity. 
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Mulch 
Mulching with wood chips (maximum depth 3”) within tree environments (outer foliar perimeter) 
will lessen moisture evaporation from soil, protect and encourage adventitious roots and 
minimize possible soil compaction. 
 
Inspection 
Periodic inspections by the Site Arborist are recommended during construction activities, 
particularly as trees are impacted by trenching/grading operations. 
 
 
Inspections at approximate four (4) week intervals would be sufficient to assess and monitor the 
effectiveness of the Tree Preservation Plan and to provide recommendations for any additional 
care or treatment.   
 
 
All written material appearing herein constitutes original and unpublished work of the Arborist 
and may not be duplicated, used or disclosed without written consent of the Arborist. 
 
We thank you for this opportunity to be of assistance in your tree preservation concerns. 
 
Should you have any questions, or if we may be of further assistance in these concerns, kindly 
contact our office at any time. 
 
 
McCLENAHAN CONSULTING, LLC 

 
By: John H. McClenahan 
 ISA Board Certified Master Arborist, WE-1476B 
 member, American Society of Consulting Arborists  
 
JHMc: cm 
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ARBORIST DISCLOSURE STATEMENT 
 
 
 Arborists are tree specialists who use their education, knowledge, training and experience 
to examine trees, recommend measures to enhance the beauty and health of trees, and attempt 
to reduce the risk of living near trees.  Clients may choose to accept or disregard the 
recommendations of the arborist, or seek additional advice. 
 
 Arborists cannot detect every condition that could possibly lead to the structural failure of 
a tree.  Trees are living organisms that fail in ways we do not fully understand.  Conditions are 
often hidden within trees and below ground.  Arborists cannot guarantee that a tree will be healthy 
or safe under all circumstances, or for a specified period of time.  Likewise, remedial treatments, 
like a medicine, cannot be guaranteed. 
 
 Treatment, pruning, and removal of trees may involve considerations beyond the scope 
of the arborist’s services such as property boundaries, property ownership, site lines, disputes 
between neighbors, landlord-tenant matters, etc.  Arborists cannot take such issues into account 
unless complete and accurate information is given to the arborist.  The person hiring the arborist 
accepts full responsibility for authorizing the recommended treatment or remedial measures. 
 
             Trees can be managed, but they cannot be controlled.  To live near a tree is to accept 
some degree of risk.  The only way to eliminate all risks is to eliminate all trees. 
 
 
 
 
 
 
 
 

    
Arborist: John H. McClenahan 
Date:  April 28, 2021 
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5" CONC. SLAB

W/ #4's @ 18" O.C.E.W.

( 3"COVER )

12" (MIN)

1
8

" 
(M

IN
)

1
8

" 
(M

IN
)

N.T.S.

TYP. SLAB @ EXTERIOR1

10 MIL VAPOR BARRIER 

O/ 4" MIN. OF ½" TO ¾" 

CLEAN CRUSHED ROCK.

DISTANCE FROM TOP OF 

CONCRETE TO PERMEABLE 

SURFACE TO BE 8" MIN.  THE 

"PERMEABLE SURFACE" IS 

CONSIDERED TO BE SOIL GRADE, 

TOP OF OPEN PAVERS, OR 

BOTTOM OF CONCRETE SLAB.

2x4 (MIN) PTDF SILL 

W/ 5/8" X 12" A.B. @ 

48" O.C. OR AS PER 

SHEARWALL SCHED.

(2) #4's @ TOP & BOT.

( 3" COVER )

SEE DETAIL 1

FOR SLAB SPECS.

12"  (MIN)

1
8

" 
(M

IN
)

6" (MIN)

1
8

" 
(M

IN
)

(2) #4's @ TOP & BOT.

( 3" COVER )

N.T.S.

SLAB W/ CURB @ EXTERIOR1A

2x4 (MIN) PTDF SILL W/ 5/8" X 12" A.B. @ 

48" O.C. OR AS PER SHEARWALL SCHED.

DISTANCE FROM TOP OF CONCRETE TO 

PERMEABLE SURFACE TO BE 8" MIN.  

THE "PERMEABLE SURFACE" IS 

CONSIDERED TO BE SOIL GRADE, TOP 

OF OPEN PAVERS, OR BOTTOM OF 

CONCRETE SLAB.

SEE DETAIL 1

FOR BACKFILL

AND UNDERLAY

SPECIFICATIONS.

AS REQ'D W/ HIGH GRADE

SEE PLAN

FOR WALLS.

12" (MIN)

1
8

" 
(M

IN
)

SEE DETAIL 1

FOR BACKFILL

AND UNDERLAY

SPECIFICATIONS.

TYP. SLAB @ INTERIOR2

SEE DETAIL 1

FOR SLAB SPECS.

2x4 (MIN) PTDF SILL W/ 

5/8" X 12" A.B. @ 48" O.C. 

OR AS PER SHEARWALL 

SCHED.

N.T.S.

FOOTING @ STRONGWALL
N.T.S.

3

SEE DETAIL 1 FOR

SLAB UNDERLAYMENT.

STRONGWALL

PER PLAN

15" MIN.15" MIN.

SEE DETAIL 1 FOR

SLAB SPECIFICATIONS

SEE DETAIL 3/WSW2 FOR 

PANEL INSTALLATION

EXTEND 15" MIN.

BEYOND BOLT.

WSW-AB7/8 PER 1/WSW1

#4 BARS @ 8" O.C.E.W.

(3" COVER)

5" MIN.

10" MIN. FROM

TOP OF FOOTING

TO TOP OF PLATE.

1-¾" MIN. TO

CENTER OF BOLT

(2) #4's @ TOP & BOT.

( 3" COVER )

FOUNDATION PLAN

S-1

STRONGWALL PANEL, SIZE AS NOTED.

INSTALL AS PER MANUFACTURER'S SPECS.

SEE ATTACHED DETAIL SHEETS.

POST BELOW BEAM

   PROVIDE 4x4 (MIN) @ 4x (& 3-1/2" PSL) MEMBERS 

   PROVIDE 4x6 (MIN) @ 6x (& 5-1/4" PSL) MEMBERS

   PROVIDE 4x8 (MIN) @ 8x (& 7" PSL) MEMBERS

POST (OR LOAD BEARING DBL. STUD) ABOVE, SEE FRAMING ABOVE.

SIMPSON HOLDOWN, SIZE AS NOTED.  INSTALL AS PER MFR. SPECS.

SEE DETAIL 1/SD1 FOR STANDARD & RETROFIT INSTALLATION SPECS.

S Y M B O L    L E G E N D

1

S-1

WSW 18x12

WSW 18x12WSW 18x12

1

S-1

1

S-1

2

S-1

1

S-1

3

S-1

3

S-1

3

S-1

 

CONTRACTOR SHALL VERIFY ALL CONDITIONS IN FIELD AND NOTIFY THIS OFFICE OF ANY DISCREPANCIES FOR 

CLARIFICATION AND/OR RESOLUTION PRIOR TO COMMENCEMENT OF RELATED WORK.

ALL DIMENSIONS AS SHOWN ARE FACE OF CONCRETE FOOTING.  ALL DIMENSIONS SHALL BE ADJUSTED AS NECESSARY 

TO RECEIVE SUB-SHEATHING IF REQUIRED.  IT IS THE RESPONSIBILITY OF THE CONTRACTOR TO CHECK AND VERIFY ALL 

DIMENSIONS AND CONDITIONS INDICATED ON THE DRAWINGS.

ALL SITE AND FOUNDATION WORK SHALL CONFORM TO C.B.C. CHAPTER 18 OR PER SOILS REPORT IF APPLICABLE.

DETAILS NOT SPECIFICALLY INDICATED SHALL BE SIMILAR TO THOSE SHOWN.

ALL CONCRETE UNLESS OTHERWISE NOTED SHALL BE REGULAR WEIGHT HARD ROCK AND HAVE A MINIMUM 28-DAY 

COMPRESSIVE STRENGTH OF 2500 PSI.  MAXIMUM SLUMP SHALL BE 4 IN.  USE TYPE II CEMENT AS PER ASTM C150.  

CONCRETE SURFACES TO BE KEPT WET FOR 3 DAYS AFTER POUR.

            

STAGGERED REINFORCING BAR CONTACT SPLICES SHALL LAP 48 DIAMETERS.

MINIMUM ANCHOR BOLTS SHALL BE 5/8" DIA. X 12" AT 48" O.C., TYP.  SEE SHEARWALL NAILING SCHEDULE ON SHEET SD1 

FOR MAX. SPACING AT SHEARWALLS.  PROVIDE A MIN. OF (2) BOLTS PER MUDSILL SEGMENT.  BOLTS TO BE LOCATED 

NOT MORE THAN 12" AND NOT LESS THAN 5" FROM SEGMENT ENDS.

PROVIDE MIN. 3"x3"x 1/4" STEEL PLATE WASHERS @ ALL ANCHOR BOLTS.

ALL HOLDOWNS TO BE INSTALLED AS PER MANUFACTURER'S SPECIFICATIONS.

ALIGN ALL HOLDOWNS WITH WALL ENDS ABOVE, DO NOT SCALE FROM THIS PLAN.

USE 3x SILL PLATES FOR ALL WALLS WITH SHEATHING ON BOTH SIDES, TYP.

USE AN MSTA36 STRAP AT PLATE BREAKS, TYP.

ALL NAILS INTO PRESSURE-TREATED WOOD TO BE HOT-DIPPED ZINC GALVANIZED.

PRE-SWELL SOIL BELOW SLABS ON GRADE.  

CONTRACTOR TO VERIFY WITH BUILDING AUTHORITY IF PROJECT ENGINEER IS REQ'D TO INSPECT STEEL REINFORCING 

IN PLACE PRIOR TO CONCRETE POUR(S).  NOTIFY ENGINEER AT LEAST 48 HOURS IN ADVANCE.

FOUNDATION NOTES

  1.

  2.

  3.

  4.

  5.

  6.

  7.

  8.

  9.
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RAFTERS

PER PLAN.

2x SOLID BLK'G

BTW'N RAFTERS.

2x10 DFL#2

CA FRAMING VALLEY

PLATE W/ (2) 16d NAILS

@ EA. RAFTER.

TYP. SHEATHING EDGE

NAILED TO PLATE.

CALIFORNIA FRAMING
N.T.S.

1

CONTINUE SHEATHING

@ LOWER FRAMING.

PROVIDE 2" DIA. HOLES @ 8" O.C.

THROUGH LOWER SHEATHING

2x RAFTERS

PER PLAN.

ROOF FRAMING PLAN

S-2

DENOTES SHEARWALL TYPE.  SEE SHEET SD1 FOR NAILING SCHEDULE.

DIMENSIONS SHOWN ARE THOSE USED FOR DESIGN,

REFER TO ARCHITECTURAL PLANS FOR ACTUAL DIMENSIONS.

STRONGWALL PANEL, SIZE AS NOTED.

INSTALL PER MANUFACTURER'S SPECS.

SEE ATTACHED DETAIL SHEETS.

POST TO BEAM OR WALL BELOW

   PROVIDE DBL. STUD (MIN) @ 2x & DBL. 2x MEMBERS

   PROVIDE 4x4 (MIN) @ 4x (& 3-1/2" PSL) MEMBERS 

   PROVIDE 4x6 (MIN) @ 6x (& 5-1/4" PSL) MEMBERS

SIMPSON HOLDOWN, SIZE AS NOTED.

INSTALL AS PER MFR. SPECS

HORIZONTAL MST STRAP, SIZE AS NOTED.

SIMPSON TYPE 'U' JOIST HANGER OR EQUIV.

S Y M B O L    L E G E N D

RAFTERS:

HIPS, VALLEYS &

RIDGES:

MIN. HEADERS:

R O O F    F R A M I N G

2x8 DFL#2 @ 24" O.C. U.N.O.

(1) 2x10 DFL#2 U.N.O.

6x8 DFL#2 (MIN) , U.N.O.

CEILING JOISTS :

C E I L I N G    F R A M I N G

2x6 DFL#2 @ 24" O.C. to 11'-6" , UNO

2x8 DFL#2 @ 24" O.C. to 15'-6" , UNO

2x10 DFL#2 @ 24" O.C. to 19'-6" , UNO
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SEE PLAN FOR LOCATIONS OF VERTICAL HOLDOWNS TO BE INSTALLED AT FOUNDATION IF SHOWN BELOW FLOOR 

FRAMING, OR BETWEEN FIRST & SECOND FLOOR IF SHOWN UNDER ROOF FRAMING.  SEE DETAILS 1 THROUGH 4 ON 

SHEET SD1 FOR SIZE & INSTALLATION SPECS.

SEE SHEET SD1 FOR SHEARWALL PLYWOOD AND NAILING SCHEDULE.

NOTE: ALL NEW EXTERIOR WALLS SHALL HAVE TYPE 'A' SHEARWALL, TYP. U.N.O.

ALL SHEARWALL NAILING TO BE 10d COMMON NAILS UNLESS APPROVED BY THE ENGINEER.

USE 3" NOMINAL OR THICKER MEMBERS FOR ALL INTERMEDIATE STUDS WHICH RECEIVE E.N. IN TYPE 'B', TYPE 'C', & 

TYPE 'E' SHEARWALLS, TYP.  EDGE NAILING SHALL BE STAGGERED.  FOR WALLS W/ TYPE 'A' NAILING ON BOTH SIDES, 

STUDS RECEIVING EDGE NAILING SHALL BE 3" NOMINAL OR 2" NOMINAL & STAGGERED.  SEE DETAILS 1 & 4 ON SHEET 

SD1 FOR END POST SIZES AT HOLDOWNS.

USE 3" NOMINAL OR THICKER MEMBERS FOR TOP & BOTTOM WALL PLATES AT ALL WALLS WHICH HAVE SHEATHING ON 

BOTH SIDES, TYP.  EDGE NAILING SHALL BE STAGGERED.

USE 3x SILL PLATES FOR ALL WALLS W/ TYPE 'E' SHEATHING OR SHEATHING ON BOTH SIDES, TYP.

PROVIDE AN MSTA36 STRAP @ ALL PLATE BREAKS DUE TO TRANSITIONS BTW'N 2x & 3x MEMBERS.

SEE FOUNDATION NOTES 7 & 8 FOR ANCHOR BOLTS.

SEE DETAIL 11/SD1 FOR SHEAR TRANSFER AT FOUNDATION, TYP.

SEE DETAILS 9 & 10 ON SHEET SD1 FOR SHEAR TRANSFER AT FLOORS, TYP.

SEE DETAIL 7/SD1 FOR SHEAR TRANSFER AT ROOF EAVES, TYP.

SEE DETAIL 8/SD1 FOR SHEAR TRANSFER AT LOWER ROOFS, TYP.

SEE DETAILS 5 & 6 ON SHEET SD1 FOR SHEAR TRANSFER AT ROOF, TYP.

EXTEND SHEARWALLS TO ROOF SHEATHING AT ALL INTERIOR SHEARWALLS.

RUN SHEARWALL PLY. CONTINUOUSLY AT WALL 'T' INTERSECTIONS.

PROVIDE STUD OR BLK'G @ ALL EDGES OF PLYWOOD SHEETS THAT ARE LESS THAN 24" WIDE.

SEE PLAN FOR LOCATIONS OF HORIZONTAL MST STRAPS.  SIZE AS NOTED ON PLAN.  INSTALL W/ NAILS AS PER MFR. 

SPECIFICATIONS.  STRAP MAY BE PLACED ON TOP OF THE SHEATHING OR AS PER DETAIL 14/SD1.  USE SOLID OR 2x4 FLAT 

BLOCKING BETWEEN FRAMING MEMBERS.

PROVIDE A COLLECTOR STRAP AT THE ENDS OF ALL TYPICAL SHEARWALLS WHERE THE TOP PLATE IS NOT 

CONTINUOUS.  REFER TO DETAIL 14/SD1, TYP.

PROVIDE A TIE-DOWN AT EACH END OF BEAMS TO WHICH HOLD-DOWN STRAPS FROM ABOVE ARE ATTACHED.  NOT 

NECESSARY AT FLUSH HANGERS.  ALSO PROVIDE TIE-DOWNS AT BOTH ENDS OF HEADERS WHICH SUPPORT THESE 

BEAMS.  SEE 10/SD1 FOR TIE-DOWN ALTERNATIVES.

SHEARWALL NOTES

  1.

  2.

  3.

  4.

  5.

  6.

  7.

  8.

  9.

10.

11.

12.

13.

14.

15.

 

CONTRACTOR SHALL VERIFY ALL CONDITIONS IN FIELD AND NOTIFY THIS OFFICE OF ANY DISCREPANCIES FOR 

CLARIFICATION AND/OR RESOLUTION PRIOR TO COMMENCEMENT OF RELATED WORK.

USE 1/2" 5-PLY APA RATED PLYWOOD SHEATHING. 24/0, EXPOSURE 1, UNBLOCKED AND NAILED W/ 8d COMMON NAILS AT 

6" O.C. EDGE AND 12" O.C. FIELD, TYP.  OSB SHEATHING OF EQ. THICKNESS & SPAN RATING MAY BE SUBSTITUTED.  

PROVIDE FRAMING MEMBERS OR BLK'G AT ALL EDGES OF PLYWOOD SHEETS THAT ARE LESS THAN 24" WIDE/LONG.

ONLY LOAD BEARING BEAMS AND HEADERS ARE SHOWN ON THE PLAN.

PROVIDE (2) 2x STUDS UNDER EACH END OF ALL 4x & 6x ROOF BEAMS TYP. U.N.O.

AT ALL POSTS SUPPORTING A BEAM OR HEADER, WITHOUT AN ADJACENT KING STUD, PROVIDE SIMPSON 'PC' POST CAP 

@ TOP OF POST, TYP. U.N.O.

AT ALL POSTS NOT WITHIN A WALL, PROVIDE SIMPSON TYPE 'BC' POST BASE UNDER POST - U.N.O.

AT GABLE END WALLS, PROVIDE PERPENDICULAR 2x BLK'G @ 4'-0" O.C. FROM WALL TO THE FIRST RAFTER.

BALLOON FRAME ALL GABLE END WALLS @ VAULTED CEILINGS.

USE SIMPSON TYPE 'LRU' RAFTER HANGERS OR 'U' JOIST HANGERS AS REQ'D - U.N.O.

CONTRACTOR SHALL INSTALL ALL G.S.M. FLASHING AS REQUIRED TO COMPLETE ASSEMBLY FOR WATER-TIGHT 

CONSTRUCTION.  26GA., TYP.

ALL ROOF PENETRATIONS AS MAY OCCUR SHALL BE FLASHED AND CAPPED AS REQ'D.

PROVIDE G.S.M. STEPPED FLASHING 9" MIN. UP SIDE WALL TYP. AT ALL WALL PENETRATIONS @ ROOF.

PROVIDE SOLDERED G.S.M. SADDLE/CRICKET AT ALL FIREPLACE CHIMNEY PENETRATIONS AT SLOPED ROOF.

PROVIDE ATTIC VENTILATION THROUGH SCREENED EAVE VENT, RIDGE VENTS AND/OR GABLE VENTS EQUAL TO 1 

SQUARE FOOT OF VENT FOR EVERY 150 SQUARE FEET OF ATTIC AREA, AS PER C.B.C. SECT. 1203.2.

MIN. ATTIC SPACE ACCESS TO BE 22"x30" @ ATTIC AREAS GREATER THAN 30" IN HEIGHT AS PER C.B.C. SECT. 1209.2.

FRAMING PLANS ARE FOR SCHEMATIC PURPOSES ONLY - DO NOT SCALE.  SEE ARCH. PLANS FOR DIMENSIONS.

ROOF FRAMING NOTES
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13.

14.

SEE DETAIL 3/WSW2 FOR 

STRONGWALL ASSEMBLY.
SEE DETAIL 3/WSW2 FOR 

STRONGWALL ASSEMBLY.

SEE DETAIL 3/WSW2 FOR 

STRONGWALL ASSEMBLY.
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